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REINFORCED CONCRETE TEE BLOCK AND PLUG BLOCK
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REINFORCED CONCRETE PLUG BLOCK

3" CL

CONCRETE 8.6 CU.YDS
STEEL 241.3 LBS.

#5 BARS, PLACED AS SHOWN

REINFORCED CONCRETE COLLARS
NOTE: R.C. THRUST COLLARS TO BE BUILT ADJACENT TO
VALVES OR AT SPIGOT SIDE OF LAST PIPE CONNECTION.

CONCRETE 3.8 CU. YDS.
STEEL 108.5 LBS.

24" WATER MAINS

COLLAR SHALL BE INSTALLED 5 FROM EACH LINE VALVE OR
REDUCER. TWO WEDGE ACTION RETAINER GLANDS SHALL BE
EMBEDDED IN THE THRUST COLLAR, WITH THE GRIPPING WEDGES
FACING OPPOSITE DIRECTIONS, TO PROVIDE THRUST RESTRAINT
FROM EITHER DIRECTION. A SINGLE WEDGE ACTION RETAINER GLAND
SHALL BE INSTALLED ON THE M.J. JOINT ON THE SIDE OF THE
VALVE OR REDUCER NEAREST THE TRRUST COLLAR.
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#4 BARS, PLACED AS SHOWN
3"CL 16” WATER MAIN
GENERAL NOTES:
7-0° 23 sl 5 ALL REINFORCING STEEL SHALL BE DEFORMED BARS CONFORMING TO
d 36" 3" CL 3" CL 4"CLQ‘\ A. S.T. M. SERIAL DESIGNATION A-305-507 AND SHALL SATISFY
T iR THE BEND TEST REQUIREMENTS FOR STRUCTURAL GRADE STEEL IN
w ACCORDANCE WITH THE REQUIREMENTS.
1 | | | _| 1 : :X; ALL CONCRETE SHALL BE L3500.
| L%; MINIMUM DEPTH OF EMBEDMENT FOR REINFORCING STEEL TO BE AS
— : — NOTED.
gEVTVEIﬂ(éE gﬂﬁgs RESTRAIN VALVE OR
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